
Wiring Diagram
For Multiple Twin Floor Heaters

with nSpire Series Thermostat using a Junction Box
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1. ENSURE THE SYSTEM IS GROUNDED
2. MAT HAS NO POLARITY
3. WIRE FROM THERMOSTAT TO JUNCTION BOX SHOULD BE SIZED 
    ACCORDING TO LOCAL ELECTRICAL CODE REQUIREMENTS.
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