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Heater cable 20ft (120V and 240V) and 50ft (208V) cold 

leads to be taken through 3/4” (19mm) rigid metal 

conduit or other approved means back to J-boxes.

Aerial mounted snow sensor location
as per the installer.

Installer may use more J-boxes
outside or inside building.
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(conduit size as per installer / local code requirements) 

SNOW MELT DIAGRAM 240V - TYPICAL LINE DIAGRAM
 (FOR 6 CIRCUITS/CABLES) WITH SCA-DUAL
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Aerial mounted snow sensor location
as per the installer.
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Heater cable 50ft cold leads to be taken through

3/4” (19mm) rigid metal conduit or other approved 

means back to J-boxes.

Installer may use more J-boxes
outside or inside building.
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SNOW MELT DIAGRAM 277V - TYPICAL LINE DIAGRAM
 (FOR 12 CIRCUITS/CABLES) WITH SCA-DUAL
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