
SLAB HEATING DIAGRAM: 120/240V - TYPICAL LINE DIAGRAM
(FOR 6 CIRCUITS/CABLES) WITH THE

DUAL VOLTAGE SMARTSTAT™ / EASYSTAT™ / POWER MODULE
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120/240V CIRCUITS

LOW VOLTAGE (24V)

Heater cable pigtail cold leads to be taken thru
3/4” (19mm) rigid metal conduit back to J-boxes.

SLAB TEMP SENSOR PROBE TO BE 
ENCLOSED IN METAL CONDUIT THAT IS 
CAPPED OFF, BETWEEN TWO PASSES OF 
HEAT CABLE.

(conduit size as per installer)
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